: INDIANA DEPARTMENT OF HOMELAND SECURITY
APPLICATION FOR VARIANCE
CODE SERVICES SECTION
State. Form 44400 (R7 / 10-13) 302 Wast Washingion Street, Room W246
Approved by State Board of Accounts, 2013 tndianapslis, IN 46204-2729
hitp:/Awww.In. nov/dhs/firelfo bs_comm_cods/

INSTRUCTIONS: Flease refer to'the attached four (4) page.instructions. Variance number (Assigned by departmen)
Attach additional pages as needed to complete this application. 17-05 - 597

INFORMATION (E_erébn who would be in violgtion If varianee is not granted; Lrsuaﬂy this is the ow.he:j L
Name of applicant Tilte

Rob Staley Executive Director
Name of organization Telephohe number
The Crossing National, Inc. _ (574) 226-0671

Address (number and sfreef, city, state, and ZIP code}

2830 S. Nappanee St., Elkhart, In. 46517
2. PERSON SUBMITTING APPLICATION ON BEHALF OF THE APPLIGANT (if not submitted by the applicant) -

Name of applicant Titte

Jennifer Hasbrook Administrator
Name of organization Telephona number
The Crossing National, Inc. (5674) 226-0671

Address {number and streef, cify, stafe, and ZIP code)
2930 S. Nappanee St., Elkhart, In. 46517

3. DESIGN PROFESSIONAL, OF RECORD (If applicable) R
Name of design professional License number

n/a
Name of organization Telephone number

( )

Address (rumber and sireet, cily, siate, and ZIP code)

4 PROJECT IDENT]F]CATiDN
Name of project

Knox Crossing

State project number

Address of site (number-and sireet, cily, state, and ZIP code)

2616 S. US 35, Knox, in. 46534

Type of project

7t New ] Addition O Aiieratlon EI Change of occupancy [X] Existing
i5, REQUIRED ADDITIONAL INFORMATION Sl : e L :
The following required information has been mcluded wrth thls appl:catmn (check as appﬂcable)

A check made payable fo the indiana Department of Homeland Security for the appropriate amount. (see instructions)
D One (1) set of plans or drawings and supperting data that describe the area affacted by the requested variance and any proposed alternatives.
[ written documentation showing that the local fire official has received a copy of the variance application.

[T written documentation shuwmg that the local bulld:ng official has received a copy of the variance appilcataun

:-6 VIOLATION iNFORMATION o SRR SR
Has the Plan Review Section of the lesion of Flre and Bulldlng Safety issued a Correct:nn Order?

3 Yes (if yes, attach a copy of the Corraction Order.) X No

Has a viotation been issued?
X Yes (if yes, attach a copy of the Violation and answer the following. } [ No

Violation issued by:
[ Local Building Department X State Fire and Building Code Enforcement Section [3 Local Fire Department
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7. DESCRIPTION OF REQUESTED VARIANCE - .
Mame of code or standard and edition invoived

2074 Edition IBC 875 Sec. B07.2.3 IAG 13-25

Specific code sectian

Nature of non-compliance finciude a descriplion of spaces, equipment, efc. invoived as necessary;}

A manual fire alarm system shall be installed in Group E nccupancies. Whian automatic sprinkler systems or smoke deteciors are
installed, such sysiems ordetectors shall be connected to the building fire alam system, :

Excapfions: -

1. ‘Group E eccupancies with an octupant lod of less than 50.

2. Manyal fire alarm boxes are not required in Group E oocupancies winere the fallowing apply:

2.% interior corfidars are protected by smoke detectors with alarm verffication.

{ 2.2 Auditeriums, cafeferias, gymnasiums and the like are protected by heat detectors or other approved detection devices.

2.3 Shops and laborataries involving dusts or vapors are protected by heait deleciors or ather listed detection.

2.4 Off premise-monitoring is provided.

25 The capability to activate the evasuation signal from a.central point is sprovided, .

2.8 In buildings where normally ocpupied spaces are provided with a twe-way cemmunication system between such spaces and a
constantly atiended receiving stafion from where a general evacuation alarm can be sounded.

3. Manual fire slarm boxes shall not be reguired in Group E occupancies where the buiiding is equipped throughaut with an approved
automatic sprinkler system, the nofification. appliances will activate on sprinkler water fiow and manual activation provded from &
normally occipied locafion. _ ‘

B. DEMONSTRATION THAT PUBLIC H_EALTH , SAFETY, AND WELFARE WILL BE PROTECTED
Select one of the following statemnents:

3 Non-compliance with the rule-will not be adverse io the public heaith, safaly-or welfare; or

Applicant will undertake alternative.actions in et of compliance with the rule-to-ensure that granting of the variance will net be adverse fo
public heaffh, safely, or welfare. Explain why alternative actions would be adequate fbe specific). :

| Facts demonstrating that the above selecied statement is true;

| Variance 1o be classified fo Group E (Education}. The Crossing is ‘temporarily planning to stay in the bullding "26116 S. US 35, Knox,
IN. 46534." We are asking for an opfion fo stay and have the variance granted for up fo 1 vear, orunt June 30, 2018. The extra fime
will aliow Jor the Crossing to safisfy the lease agreement and io jocate another building,

9. .DEMONSTRATION OF UNDUE HARDSHIP OR HISTORICALLY SIGNIFICANT STRUCTURE
Select at least one. of the following statements:

[ Imposition of the rule would result i an undus hardship (unusyal difficulty) because of physical imitations of the construction site of its utfity services,
] Impasttion of the rle wouk result in an undus hardship {wnusual difficuly} because of major operational groblems In the use of the building or structyre.
B iraposition of the rule wauld restlt in an undue hardship (tmsual diffieity) because of excessive costs of additional or altered consfrustion elements,

| impasition .of the rule would prevent the preservation: of an architecturally-or historically significant part of the building o structure.

Facts demonstrating that the above selecied statement is froe:
Variance until June 30, 2018 would aliow for The Crossing 1o satisfy the lease agreement and fo find an adequate buifidng

replacesment,

10. STATEMENT OF ACCURAGY

I hereby certify under penalty of perjury that the information contained in this application is accurate.

Signature of applicant or pefsop submitting application Pleass print name Date of signature (month, day, year)
HTe, e
N Qb Jennifer Hasbrook 211317 i
Slgnaturﬁ, ofdesig sicnal {ff applicable; Please print pame. Date of signature {manth, day, year)

ng statement,]
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1 hereby cemfy under penalty of perjury that | am aware of {his reguest for variance and that this application is being submitted on my bekalf.

Signaiur
e

app

T2 Q(\M

Please print narne

Date of signature (month, day, year

b SL‘}M‘
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KoY

FIRE AND BUILDING DIVISION OF FIRE AND BUILDING SAFETY"
CODE ENFORCEMENT 0 niaar main o et A0D SECURMTY
INSPECTION REPORT LIS, 1N aiaod,

ORDER WEB ADDRESS: WWW.iN.GOVIDHS

. idenilfication Rumber Name of tha facility County 3
8CB003-13 : KNOX GROSSING STARKE '
“Address of Property - RName of the Contact T " Velophone Humber |
2616 8 US 35 KNOX 46534 .
Emaill - T o - T inspecifon Date ;
11/09/2016 j
. Inspection Category 7T T T Ingpection Type - " Inspactlon Status: o :

SCHOOL REINSPECTION VIOLATION

% Name of the inspector MICHAEL GEARHART Pheone: 3174176648

Emall: mgaarhari@dhs.in.gov

Violations

IR g _ e . o .
E mﬁu? | WHICH i
ivio.  CODE f VIOLATION 5‘
N . VIOLATED Commetrep |
NUMBERi_ -\tiOLATED DESCRIPTION OF VIOLATION f

s H ;

i1 i Seo, 907.2.3 . Amanual fire glarm system shall be Installed i Group E occupancles,  12/09/2016
: i 2014 Edition IBC  * whan automatle sprinier sysiems or smoke dotecters are installed,
; B751AC13-28 | such systems or detoctors shall ba connected to the bullding flre
alarm system.
Excaptions:
. 1. Group E occupanciss with an ogcupant load of less than 50,
2. Manual fire glarm boxes are not required in Group E occupancies
: whare all of the following apphy
2.1. Interior corvittors are protected by smoke detectors with alarm :
* verification, :
2,2, Auditorlums, cafeterias, gymnasiums and tha like are protected by :
heat detectors or other approved dataction devicas, ;
2.3, Shaps and laboratotles involving dusts or vapors are protected by i
heat detectors or other listad detection. :
. 2.4, Oft-premises monltoring s provided.
2.5, The capabllity to activate tha evacuation signal from a central
! palntis provided, :
© 2.8, In buildings where normally occupled spaces are provided with a !
two-way communication system between such spacos and a :
canstantly attendsd recelving statlon from whero a genaral evacuatlon
alarm can be sounded,
3. Manual fire alarm boxes shail not be requlired in Group €
occupancies where the buliding Is equipped throughout with gn
approvad automatic sprinklar system, the notification applisnces will
activate on sprinkler watar flow and munual ectivation is provided
froem a normally occupied location.

2 Boc, 1008.1.8 i Except as apacifically permitied by thia section egrese dooms shellba 120812018
_ 2008 Edition IBC . readlly apanable from the egross sids without the ueo of a kay ar
| GT3IAC 1325 epacisl knowledgo or effort.

]
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[A)

. Soc. 605,42
. 2014 Editlon IFC
: TS IAC 222.5

4 : Sec. 506.1
2014 Edition IFC
675 IAC 22-2.5

Sec, 1008.1.9
2008 Edition 1BC
' GTS1AC 1325

|
i
Yin
i
t

L

6 Sec. 605.1
2014 Edition IFC
675 1AC 22-2.5

Inspection Notes:

Relocatable power taps shall be directy connected to a permanently
Installed raceptacle.

- Yhe desk area In center of classroem fed by extension cord

" Portable fire extinguishers shall be installed where raguired by TABLE
906.% and where required by local ordinance.

E Kitchen and back door arga were overiooked on recent Inspection by
fire Extinguisher company ) . L

Where panlc and fire oxit hardware Is Installed, It shall comply with the
following:

1. The actuating porfien of the releasing devica shall extend at jeast
ane-half of the door leaf width,

2. The maximum uniatching force shall not exceed 15 pouhds (67 ).
Each door in a means of egress from a Group A or E occupancy
having an oceupant Joad of 50 or more and any Group H occupancy

© 12/09/2016
J

[

 12/09/2016

i
; 12100/2016

shall not be provided with a latch or tock unfess it is panic hardware or |

fire axit hardware.
Exception: A main exit of a Group A socupancy in compliance with
Section 1008,1.8.3, ltem 2,
Electrical raoms with equipment rated {,200 amperes or mors and

. ovar 6 feet (1829 mm) wide that conlaln overcurrent devices, switching
devices ot control devicas with exlt access doors must be equipped
with panic hardware and doors must swing in the direction of egress,
If balanced doors are used and panic hardware fs requicod, the panig
hardware shali be the push-pad type and the pad shall not axtond

" mure thei one-half the width of the door measured from the latch side, :

Rear door of din ey
Ed of build 9 T{\ ., k

Identified efectrical hazards shail be ahatgd, Elecirical wiring, dovices,
. appliances and other equipment that is modiled or damaged and
constltutes an elecirical shock or fira hazard shall not he used,

: No GFIC Ground Fault Intarrupters Circult at sink in the kitchen grea,

i

¢
i

Did re-inspection with Jessa Johnston Discuss what was needed ho was going to present it lo the administration

3 Fachity Id
' SCcBO09-13

Received By Name Signature and Date

Pego 20f3

| 12/00/2018
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APPEAL RIGHTS

Please be advised that if you desire administrative review of this Order and this Order was delivered by hand,
you must file a written pefition for review with the Fire Prevention and Building Safety Commission at 302 West
Washington Street, Rm. W2486, indianapolis, IN 46204, identifying the violations for which you seek review no
later than 15 calendar days from the hand delivery date of this Order unless such date is & Salurday, Sunday,
legal holiday under state statute, or day that the Department of Homeland Security's offices are closed during
regular business hours, in which case the deadline would be the first calendar day thereafter that is not a
Saturday, Sunday, legal holiday under state statute, or day that the Department of Homeland Security's offices
are closed during regular business hours, If you do so, your petition for review will be granted and an
administrative proceading will be conducted by an adminisivative law judge appointed by the Fire Prevention and
Building Safety Commission. If you do not file a petition for raview, this Order will be FINAL and you MUST
comply with its requirements,

' Please be advised that if you desire administrative review of this Order and this Order was deliverad by first
classu.s. mail, you must file a writlen petition for raview with the Fire Prevention and Buitding Safety
Commmission at 302 West Washington Street, Rm, W246, Indianapolis, [N 46204, identifying the violations for
which you seek review no later than 18 calendar days from the mailing date of this Order uniess such date is a
Salurday, Sunday, legal holiday under state siatute, or dav that the Department of Homeland Security's offices
are closed during regular business hours, in which case the deadiine would be the first calendar day thereafter
that is not a Saturday, Sunday, legal holiday under state statute, or day that the Department of Homeland
Security's offices are closed during regular business hours. If you do se, your petition for review will be granted
and an administrative procaeding will be conducted by an administrative taw judge appointed by the Fire
Prevention and Building Safely Commission. If you do not file a petition for review, this Order will be FINAL ancl
you MUST comply with its requirements,

Please be further advised that you may request an opportunity to informally discuss this Order prior to fi iling &
petition for review. Such informal discussion, or a request therefor, doas not extend the deadline for fi ling &

petition for review and, therefore, any request for an informal discussion should be made promptly, preferably by
telephone, upon receipt of this Order.

Pegadofi




